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AHW Operation
HHHiiiggghhh   LLLeeevvveeelll   AAAlllaaarrrmmm:::  This float activates the alarm light and 
audible alarm when lifted.  The audible alarm may be silenced 
by pressing the illuminated PUSH TO SILENCE button on the 
front of the control panel.  The alarm light will remain on until 
the float is lowered.

N

Ground
Lug

AS

X2X1

CCB
10A 99

NOTE: A spacing of 2 inches 
(50mm) must be maintained 

between intrinsically safe,  and
non-intrinsically safe wiring.
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115 VAC, 1 Phase, 60 Hz.
From Main Power Panel

Panel Wiring Diagram
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Key
= Factory Wire
= Field Wire
= Audio Alarm, 115 VAC
= Alarm Light
= Audio Silence Switch
= Controls Circuit Breaker
= Intrinsically Safe Relay
= Silence Control Relay 
= Terminal Link


